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DEPARTMENT OF THE ARMY
PHILADELPHIA DISTRICT. CORPS OF ENGINEERS

CUSTOM HOUSE-2 D & CHESTNUT STREETS0! PHILADELPHIA. PENNSYLVANIA 19106

IN REPLY REFER TO

NAPEN-N

t JUN 1980

Honorable Pierre S. DuPont
Governor of Delaware
Dover, Delaware 19901

Dear Governor DuPont:

Inclosed is the Phase I Inspection Report for Porter Reservoir in New Castle
County, Delaware which has been prepared under authorization of the Dam
Inspection Act, Public Law 92-367. A brief assessment of the dam's
condition is given in the front of the report.

Based on visual inspection, available records, calculations and past
operational performance, Porter Reservoir, a high hazard potential
structure, is judged to be in good overall condition. The reservoir is

j capable of storing the selected design storm of one half of the Probable
Maximum Precipitation? To ensure adequacy of the structure, nie--following-Z
remedial actions'should be initiated within six months from the date of
approval of this reporty ,. , .

a. Vegetation growing on the interior slope should be removed.

b. After the vegetation is removed, all gaps and spaces in the
interior slope protection should be sealed.

c. The outlet tower access bridge should be repaired.

d. The existing maintenance program should be expanded to include
regular inspection and repair of the interior slope protection. The
portions of the interior slope below the reservoir level should be inspected
and repaired during the periods of reservoir drawdown.

e. A six-inch diameter water main (wash-out main) shown on Figure 2,
used to wash down the interior slope of the reservoir during periods of
drawdown, is presently maintained under pressure. When not in use, the main
should be depressurized to prevent damage to the embankment.
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NAPEN-N

Honorable Pierre S. DuPont

f. Consideration should be given to the installation of an audible

high stage warning system to alert operating personnel of extreme high

reservoir elevations.

g. An emergency action plan should be developed which outlines
actions to be taken by the owner to minimize the downstream effects of an
emergency. This plan should include an effective warning system.

A copy of the report is being furnished to Mr. John E. Wilson III, Delaware
Department of Natural Resources and Environmental Control, the designated
State Office contact for this Program. Within five days of the date of this
letter, a copy will also be sent to Congressman Thomas B. Evans. Under the
provisions of the Freedom of Information Act, the inspection report will be
subject to release by this office, upon request, thirty days after the date
of this letter.

Additional copies of this report may be obtained from the National Technical
Information Services (NTIS), Springfield, Virginia, 22161 at a reasonable

cost. Please allow four to six weeks from the date of this letter for NTIS
to have copies of the report available.

An important aspect of the Dam Safety Program will be the implementation oi-
the recommendations made as a result of the inspection. We accordingly

* request that we be advised of proposed actions taken by the State to
implement our recommendations.

Sincerely,

.4~/
1 Incl JAMES G. TON
As stated Colonel, Corps of Engineers

District Engineer

Copies Furnished:
Mr. John E. Wilson III, Acting Secretary ACCESS;ON for
Department of Natural Resources and NTIS White Section
Environmental Control ODC Buff Seion 0

Edward Tatnall Bldg. UANNOUNCED 0
Dover, DE 19901 JUSTIFICATION

Mr. William R. Ratledge, Director

Division of Soil &.Water Conservation B

DDNR & EC HhMOIlMiwJ CI
.. Dover, DE 19901 Dist. AVAIL s/id orIEGPCW
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PORTER RESERVOIR (DE00013)

CORPS OF ENGINEERS ASSESSMENT OF GENERAL CONDITIONS

This dam was inspected on 20 September and 7 October 1979 by O'Brien &
Gere Engineers, Inc., tinder contract to the U.S. Army Engineer
District, Philadelphia in accordance with the National Dam Inspection
Act, Public Law 92-367.

Porter Reservoir, a high hazard potential structure, is judged to be
in good overall condition. The reservoir is capable of storing the
selected design storm of one half of the Probable Maximum
Precipitation. To ensure adequacy of the structure, the following
remedial actions should be initiated within six months from the date
of approval of this report:

a. Vegetation growing on the interior slope should be removed.

b. After the vegetation is removed, all gaps and spaces in the

interior slope protection should be sealed.

c. The outlet tower access bridge should be repaired.

d. The existing maintenance program should be expanded to
include regular inspection and repair of the interior slope
protection. The portions of the interior slope below the reservoir
level should be inspected and repaired during the periods of reservoir

* d rawdown.

e. A six-inch diameter water main (wash-out main) shown on
Figure 2, used to wash down the interior slope of the reservoir during
periods of drawdown, is presently maintained under pressure. When not
in use, the main should be depressurized to prevent damage to the
embankment.

f. Consideration should be given to the installation of an
audible high stage warning system to alert operating personnel of
extreme high reservoir elevations.

g. An emergency action plan should be developed which outlines
actions to be taken by the owner to minimize the downstream effects of
an emergency. This plan should include an effective warning system.

APPROVE:
'AM S G . TON

4 Colonel, Corps of Engineers
District Engineer

DATE: 'tii
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PREFACE

This report is prepared under guidance contained in the Recommended
Guidelines for Safety Inspection of Dams, for Phase I Investigations. Copies of these
guidelines may be obtained from the Office of Chief of Engineers, Washington, D.C.
20314. The purpose of a Phase I Investigation is to identify expeditiously those dams
which may pose hazards to human life or property. The assessment of the general
condition of the dam is based upon available data and visual inspections. Detailed
investigation, and anlayses involving topographic mapping, subsurface investigations,
testing, and detailed computational evaluations are beyond the scope of a Phase I
Investigation; however, the investigation is intended to identify any need for such
studies.

In reviewing this report, it should be realized that the reported condition of
the dam is based on observations of field conditions at the time of inspection along
with data availabe to the inspection team. It is important to note that the condition
of a dam depends on numerous and constantly changing internal and external
conditions, and is evolutionary in nature. It would be incorrect to assume that the
present condition of the dam will continue to represent the condition of the dam at
some point in the future. Only through continued care and inspection can there be
any chance that unsafe conditions be detected.

Phase I inspections are not intended to provide detailed hydrologic and
hydraulic analyses. In accordance with the established Guidelines, the Spillway Test
flood is based on the estimated "Probable Maximum Flood" for the region (greatest
reasonably possible storm runoff), or fractions thereof. The test flood provides a
measure of relative spillway capacity and serves as an aid in determining the need for
more detailed hydrologic and hydraulic studies, considering the size of the dam, its
general condition and the downstream damage potential.

I
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PHASE I REPORT

NATIONAL DAM INSPECTION PROGRAM

Name of Dam: Porter Reservoir Dam ID # DE 00013
State Located: Delaware
County Located: New Castle
Stream: Offstream Matson Run
Coordinates: Latitude 390 46.4', Longitude 750 32.6'
Dates of Inspection: September 20, 1979 and October 7, 1979

ASSESSMENT

Based on visual observatior made on the dates of inspection, information
provided by the Delaware Department of Natural Resources and Environmental
Control (DNREC), the City of Wilmington, and conversations with the owner's
representatives, Porter Reservoir Dam (owned by the City of Wilmington) is
considered to be in overall good condition.

Porter Reservoir is an offstream impoundment located approximately 1,500
feet west of Matson Run, immediately east of U.S. Route 202 and 2,500 feet north
of the corporate boundary of the City of Wilmington, Delaware. The dam is a
homogeneous earth embankment aligned in a triangular configuration in plan view so
that the dam completely encloses the reservoir. The embankment is approximately
2,100 feet long with a maximum height of about 22 feet. The interior slope of the
embankment is lined with concrete and grouted paving blocks. The reservoir
functions as a storage and settling basin for a portion of the water supply for the
City of Wilmington.

The selected design storm for this Small size, High hazard dam is 50 percent of
the Probable Maximum Precipitation (PMP). The reservoir is capable of retaining
the entire design storm without overtopping of the embankment when the reservoir
is maintained at or below the normal pool level indicated on Figure 2. Therefore,
the spillway, which is a concrete box inlet with a maximum discharge capacity of
17.5 cfs, is classified as "Adequate."

Recommendations and remedial measures which should be initiated in the near
future are as follows:

a. Facilities

1. Vegetation growing on the interior slope should be removed.

- Oii -



2. After the vegetation is removed, all gaps and spaces in the interior

slope protection should be sealed.

3. The outlet tower access bridge should be repaired.

b. Operation and Maintenance Procedures

1. The existing maintenance program should be expanded to include
regular inspection and repair to the interior slope protection. The portions of the
interior slope below the reservoir level should be inspected and repaired during the
periods of reservoir drawdown.

2. A six-inch diameter water main (wash-out main) shown on Figure 2,
used to wash down the interior slope of the reservoir duing periods of drawdown, is
presently maintained under pressure. When not in use, the main should be
depressurized to prevent damage to the embankment.

3. Consideration should be given to the installation of an audible
high stage warning system to alert operating personnel of extreme high reservoir
elevations.

4. An emergency action plan should be developed which outlines
actions to be taken by the owner to minimize the downstream effects of an
emergency. This plan should include an effective warning system.

o'BRIEN & % 41 F ,INEERS, INC.

). W-Liii -

I#W1Q, Date: /'id
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PHASE I INSPECTION REPORT
NATIONAL DAM INSPECTION PROGRAM

PORTER RESERVOIR DAM
INVENTORY NUMBER - DE 00013

SECTION I

PROJECT INFORMATION

1.1 General

a. Authority. This report is authorized by the Dam Inspection Act, Public
Law 92-367, ar' has been prepared in accordance with contract #I DACW 61-78-C-
0052 between O'Brien & Gere Engineers and the United States Army Corps of
Engineers, Philadelphia District.

b. Purpose of Inspection. The purpose of this inspection is to evaluate the
structural and hydraulic condition of Porter Reservoir Dam and appurtenant
structures and to determine if the dam constitutes a hazard to human life or
property.

1.2 Project Description (Based on information obtained from the Delaware
Department of Natural Resources and Environmental Control (DNREC) Dover,
Delaware, and the City of Wilmington, Delaware.)

4 a. Description of Dam and Appurtenances. Porter Reservoir Dam is a
homogeneous earth embankment aligned in a triangular configuration in plan view so
that the dam completely encloses the reservoir (refer to Figure 3 in Appendix E).
The reservoir floor is excavated into the natural ground. The elevation of the toe of
the interior slope varies from 0 to 12 feet below the toe of the exterior slope. The
length of the perimeter of the embankment is approximately 2,100 feet and the
maximum height is about 22 feet. The interior slope is 1.5H:1V and the exterior
slope varies from 2H:1V to 5H:JV. The crest width of the dam is 15 feet. A stone
masonry parapet extends three feet above the crest for the entire length of thedam.

The interior slope is protected by a 6-inch thick layer of concrete
underlain by a 12-inch thick puddle layer from the toe to Elev. 277.0. From Elev.
277.0 to Elev. 286.7 and 8-inch thick layer of grouted paving blocks with a bed of
gravel is provided over the layers of concrete and puddle. A concrete block extends
the remaining 4 inches vertically to the top of the dam (Elev. 287.0). The exterior
slope is protected by a 6-inch thick layer of sod. The floor of the reservoir is

surfaced with a 6-inch thick layer of concrete underlain by a 12-inch thick puddle
layer.

Water is supplied to Porter Reservoir by means of two pipes; a 42-inch
diameter cast iron pipe located near the eastern corner of the reservoir and a 48-



inch diameter cast iron pipe located near the southwestern corner of the reservoir.
The water is directed through the reservoir and toward the outlet tower by a series
of baffle walls (see Figure 6 in Appendix E). The outlet tower houses 3 sluice gates
with invert Elevations of 266.0, 272.0 and 277.0. The gates are 5 feet high and 3
feet wide. Outflow is directed into a 48-inch diameter distributing main which leads
to the treatment plant. A 16-inch diameter sewer drain pipe is provided for draining
the reservoir.

A 32-inch long, 15-inch wide box inlet spillway with a crest at Elev. 286.0
is attached to the wall of the outlet tower. The spillway is located directly beneath
the outlet tower access bridge. Spillway flow is directed into a 24-inch diameter
pipe which leads to the treatment plant.

b. Location. Porter Reservoir is an offstream impoundment located approx-
imately 1,500 feet west of Matson Run immediately East of U.S. Route 202 and
2,500 feet North of the corporate boundary of Wilmington, Delaware. The reservoir
is shown on the USGS Quadrangle entitled, "Wilmington North, Delaware-
Pennsylvania" at coordinates N 39 46.4', W 750 32.6'. A regional location map of
Porter Reservoir is included as Plate 1 in Appendix E.

c. Size Classification. Porter Reservoir Dam has a maximum height of
about 22 feet and a maximum storage capacity of approximately 114 acre-feet. The
dam is classified in the Small size category since it is less than 40 feet high with a
storage capacity of less than 1,000 acre-feet.

d. Hazard Classification. There are several buildings and a golf course
located between Porter Reservoir and Matson Run. Route 202 borders the dam on
the west side. A failure of the embankment would cause floodwaters to be directed
either toward Matson Run or onto the highway, resulting in extensive property
damage and probable loss of life. Therefore, the dam is classified in the High
hazard category.

e. Ownership. Porter Reservoir Dam is owned by the City of Wilmington,
Department of Public Works, Water Division, 800 French Street, Wilmington,
Delaware, 19801.

f. Purpose of Dam. The dam was constructed to impound a water supply
reservoir for the City of Wilmington.

g. Design and Construction History. Construction of Porter Reservoir Dam
began about 1905 and was completed by 1909. Operation of the reservoir
commenced during 1909. The baffle walls were added in 1917. The drawings
indicate that the dam was designed and constructed by the City of Wilmington.
However, this could not be verified.

h. Normal Operations Procedures. According to the owner's representative,
the reservoir level is controlled by pumping water into the reservoir from the 16
Street and Wills Pumping stations. The middle sluice gate (invert Elev. 272.0) is
maintained in the open position for constant water supply to the treatment plant
while the upper and lower sluice gates remain closed. The reservoir level fluctuates
with the water demand but is maintained below Elev. 285.0

-2 -



1.3 Pertinent Data (Based on information obtained from the Delaware Department
of Natural Resources and Environmental Control (DNREC) Dover, Delaware, and the
City of Wilmington, Delaware.)

a. Drainage Area. The drainage area to Porter Reservoir is identical to the
maximum pool surface area. The drainage area is 6.3 acres.

b. Discharge at Dam Site (cfs)

The spillway capacity immediately prior to overtopping of the embank-
ment is 17.5 cfs.

c. Elevation (feet above MSL).

Normal Pool 285.0
Spillway Crest 286.0
Top of Dam 287.0
Top of Parapet 290.0
Minimum Reservoir Floor 265.0
Maximum Reservoir Floor 268.0
Lower Sluice Gate Invert 266.0
Middle Sluice Gate Invert 272.0
Upper Sluice Gate Invert 277.0

d. Reservoir Length (feet).

Normal Pool 800
Maximum Pool 805

e. Storage (acre-feet).

Normal Pool 102
Maximum Pool 114

f. Reservoir Surface Area (acres).

Normal Pool 6.2
Maximum Pool 6.3

g- Dam.

Type Earth
Length 2,100 feet
Height 22 feet
Crest Width 15 feet

1.5H-IV (interior)
Side Slopes 2H:1V - 5H:1V (exterior)

Zoning None
Impervious Core None
Cutoff None
Grout Curtain None

-3-



h. Spillway

Type Concrete Box Inlet
Crest Length 5.2 feet
Crest Elevation 286.0
Gates None

i. Outlet Works.

Type Water supply, see Section 1.2.a.
Length 250 feet (to treatment plant)
Closure 3 sluice gates; invert Elevations

266.0, 272.0 and 277.0
Access A concrete foot bridge extends

from the top of the dam to the
outlet tower.

Regulating Facilities Hand wheels are located in the
tower for control of the sluice
gate.

-4-



SECTION 2

ENGINEERING DATA

2.1 Design

a. Data Available. The engineering data made available by the Delaware
DNREC consisted of the following drawings:

1. Embankment Section (1905)
2. Plan view of Dam and Reservoir (1905)
3. Plan and Sections (1905)
4. Plan and Profile with Storage Capacities (1923)

The following additional drawings were provided by the City of
Wilmington:

1. Intake and Water Tower
2. Weir Tower
3. Porter Reservoir Baffles (3 sheets)

b. Design Features. The principal design features for this structure are
shown on the drawings in Appendix E and are described in Section 1.2.a of this
report.

2.2 Construction

No information relative to the actual construction of the dam is available.
However, the design drawings indicate that the embankment was constructed about
1905.

2.3 Operation

Water is supplied to the reservoir from two city pumping stations, and
withdrawn to the treatment plant through a 48-inch diameter distributing main. The
water flows into the outlet tower by means of a 3-foot by 5-foot opening with an
invert Elevation of 272. The sluice gates for two similar openings with invert
elevations of 266 and 277 are kept closed.

The reservoir is drawn down periodically for removal of the accumulated
sediments.

2.4 Evaluation

a. Availability. The available information was provided by DNREC and the
City of Wilmington.

-5 -
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b. Adequacy. The information made available by DNREC and the City of
Wilmington, conversations with the owner's representatives and observations made
during the field investigation provided adequate data for a Phase I evaluation.

c. Validity. There appears to be no reason to question the validity of the
data obtaine.-

-6-



SECTION 3

VISUAL INSPECTION

3.1 Findings

a. General. Field inspections of Porter Reservoir Dam took place on
September 20, 1979 and October 7, 1979. At the time of the inspection, the
reservoir water surface was approximately 3.5 feet below the crest of the dam. No
underwater areas were inspected, the observations and comments of the field
inspection team are in the checklist which is Appendix B of this report. The
appearance of the facility indicates that the embankment is well maintained.
However, the outlet tower, the parapet, the interior slope protection, and the baffle
walls appear to be marginally maintained.

b. Dam. The crest and exterior slope of the embankment appear to be in
good condition. The embankment supports a well-maintained grass cover and there
is no evidence of slope instability.

Numerous gaps and spaces are apparent in the joints between the paving
blocks on the interior slope above the water surface. Vegetation was observed at
these joints in several locations. Minor undulations were noted at several locations
along the interior slope.

Two areas of standing water and soft ground were noted near the toe at
the eastern side of the dam. However, the Owner's representative stated that these
areas are dry for the major portion of the year. The water appeared to be a result
of surface runoff rather than seepage through the embankment.

c. Appurtenant Structures. The outlet tower appears to be in satisfactory
condition. The concrete in the access bridge to the tower is cracked in several
locations and is in need of minor repairs. The box inlet spillway shows no signs of
deterioration. The sluice gate hoists appear to be in operable condition.

The baffle walls in the reservoir are in dilapidated condition and are not
functioning as designed. Sections of the concrete have deteriorated, leaving large
gaps in the walls in the vicinity of the reservoir surface.

d. Reservoir Area. The concrete surfaces of the reservoir bottom and the
lower portion of the interior slope were below the water surface at the time of the
inspection; therefore, their condition could not be determined.

e. Downstream Channel. Discharge from the reservoir is either through the
water supply system or through the sewer drain pipe. Matson Run, the nearest
stream is approximately 1,500 feet to the east of Porter Reservoir Dam.

-7 -



SECTION 4

OPERATIONAL FEATURES

4.1 Procedures

According to the owner's representative, water is supplied to Porter Reservoir
aby means of two pipes; a 42-inch diameter cast iron pipe located near the eastern

corner of the reservoir, and a 48-inch diameter cast iron pipe located near the
southeastern corner of the reservoir. Each pipe operates for approximately 12 hours
per day, so that water is constantly pumped into Porter Reservoir to maintain the
reservoir level. Discharge to the treatment plant occurs through one of three
rectangular openings in the outlet tower, and then through a 48-inch diameter
distributing main. The upper and lower openings in the outlet tower remain gated
and the middle opening is maintained in the open position.

4.2 Maintenance of Dam

According to the owner's representative, the dam is maintained on a regular
basis. The grass cover was being mowed during the inspection. The interior slope
above the reservoir surface was in need of maintenance on the date of the
inspection.

4.3 Maintenance of Operating Facilities

According to the owner's representative, the sluice gates in the outlet tower
are not operated. The metal grates across the openings were replaced about 1970.

4.4 Description of Any Warning Systems in Effect

There are no official flood warning systems in effect at this site.

4.5 Evaluation of Operational Adequacy

The exposed portion of the interior slope should be inspected and maintained
on a regular basis.

Consideration should be given to the installation of an audible high stage
warning system to alert operating personnel of extreme high reservoir elevations.

A -8-
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SECTION 5

HYDRAULICS AND HYDROLOGY

5.1 Evaluation of Features

a. Design Data. Porter Reservoir has a maximum pool surface area of about
6.3 acres, a maximum storage capacity of about 114 acre-feet and a drainage area
equal to the maximum reservoir surface area. The spillway has a maximum
discharge capacity of 17.5 cfs.

Emergency drawdown of the reservoir can be accomplished by discharging
through the water supply system and simultaneously through the 16-inch diameter
sewer drain pipe.

b. Experience Data. The owner's representative stated that the reservoir
level is measured and recorded at the treatment plant approximately every 6 hours.
Rainfall records are also maintained at the treatment plant. Based on previous
drawdowns, the owner's representative stated that the reservoir can be drawn down
in about 2 days (by discharging into the water supply system and the reservoir drain).

c. Visual Observations. On the date of the inspection, it appeared that the
box inlet spillway could easily be blocked. However, the reservoir is capable of
storing the design storm without spillway discharge.

d. Overtopping Potential. Porter Reservoir Dam is isolated from surface
runoff. Therefore, a design storm was selected for analysis rather than a Spillway
Design Flood. The recommended design storm for a Small size, High hazard dam
ranges from 50 percent of the Probable Maximum Precipitation (PMP) to the full
PMP. Due to the small reservoir capacity and wide flood area, the selected design
storm was 50 percent of the PMP.

Neglecting spillway discharge capabilities, Porter Reservoir Dam can
retain the entire design storm in surcharge storage without overtopping of the
embankment. The initial reservoir level for analysis was assumed equal to the
normal pool elevation of 285.0 from Figure 2. In addition to spillway discharge,
reservoir level increases during heavy storms may be discharged through the water
supply and drawdown systems.

e. Spillway Adequacy. The design storm will not cause overtopping of the
embankment. Therefore, the spillway is considered adequate.

-9-
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SECTION 6

STRUCTURAL STABILITY

6.1 Evaluation of Structural Stability

a. Visual Observations. There is no evidence of slope instability or excessive
settlement of the embankment. The vegetation growing from the joints in the
paving blocks indicates the potential presence of cracks in the concrete under the
paving blocks. Further deterioration of the interior slope protection could lead to
erosion of the embankment and excessive seepage through the embankment.

The visible portions of the concrete baffle walls have been severely
eroded and are in poor structural condition. However, these walls do not affect the
integrity of the embankment.

The outlet tower appears to be in satisfactory structural condition,
although the access bridge is in need of minor repairs.

b. Design and Construction Data. Porter Reservoir Dam appears to have
been constructed in general conformance with the available design drawings. The
drawings do not indicate the composition of the embankment material.

c. Operating Records. Records of operation are maintained at the treat-
ment plant.

d. Post Construction Changes. The baffle walls were constructed in 1917.
There is no record of any other modifications subsequent to the completion of
construction.

e. Seismic Stability. Porter Reservoir Dam is located in Seismic Zone 1 on
the "Seismic Zone Map of Contiguous States." A dam located in Seismic Zone 1 is
generally considered to be safe under expected earthquake loadings in this zone if it
is stable for static loading conditions. Based on the field inspection, Porter
Reservoir Dam appears to be stable for static conditions.

I



SECTION 7

ASSESSMENT, RECOMMENDATIONS, AND PROPOSED REMEDIAL MEASURES

7.1 Dam Assessment

a. Safety. The visual observations and review of available information
indicate that Porter Reservoir Dam is in good condition.

The selected design storm for this dam is 50 percent of the PMP. The
reservoir is capable of retaining the entire design storm without overtopping of the
embankment. In addition, the box inlet spillway and the water supply system
provide discharge capacity.

b. Adequacy of Information. The information provided by DNREC and the
City of Wilmington, conversations with the Owner's representatives, and obser-
vations made during the field investigation provided adequate data for a Phase I
Investigation.

c. Urgency. The remedial measures recommended in Section 7.2 should be
implemented in the near future.

d. Necessity for Further Investigation. None required.

7.2 Recommendations and Proposed Remedial Measures

a. Facilities

1. Vegetation growing on the interior slope should be removed.

2. After the vegetation is removed, all gaps and spaces in the interior
slope protection should be sealed.

3. The outlet tower access bridge shoud be repaired.

b. Operation and Maintenance Procedures

1. The existing maintenance program should be expanded to include
regular inspection and repair to the interior slope protection. The portions of the
interior slope below the reservoir level should be inspected and repaired during the
periods of reservoir drawdown.

2. A six-inch diameter water main (wash-out main) shown on Figure 2,
used to wash down the interior slope of the reservoir during periods of drawdown, is
presently maintained under pressure. When not in use, the main should be
depressurized to prevent damage to the embankment.

-11-



3. Consideration should be given to the installation of an audible high
stage warning system to alert operating personnel of extreme high reservoir
elevations.

4. An emergency action plan should be developed which outlines actions
to be taken by the Owner to minimize the downstream effects of an emergency.
This plan should include an effective warning system.

- 12 -

- - - - - - - - - - -



APPENDIX

A

Check List Engineering Data

Design, Construction, Operation

Phase I

~21

11



Ci
C-

aJ

'-41

aca
> S-
cc CLCLr

L&J4J

S4.)

.0 Lii Lid

-L Z3.

&- 0 0

0 
C di

W- 4 - L)
C 4- W

in Q0 in4- 
')Lf

t. cr L

01 1. V

wi s- 04

-4 .0 '--,

L 0-

Cl U-4-C

o 60 
idi 0d



0)oc
0) 7-o -.

0to

in 7-1

- .. 4-

o U-

LO) p-

Hj c a

).J =J L&I-Jn ij

-- 0 V).0 AJ C

Cl- t a



* IA
* -o

> mC

S.- S- a) S
W. LC S- 0.

OC 00(

r_ 0 (a

40 -00)
L- (1)-

C . 4-' C

CA >.4- -o 0

LzU a-C C)4
4- Q)C) 4-) C

U~a -0 (

oV 0 1
LW 4-))U L.

Li a 0)

0 _- S..
0 0) 0) 4-3 to (a

o)- 0 )

(A4) 0 4-)

C 0) c *IV1
a- 0 (

>04-)

U 4- 0) m
WCV (nf CC In a)

C.0

ex1 0. 0

LAuJ

0n -i n1- .JL
- .. 0VP OCr1L



.4u4
00

4i -0

U) 0

-

caa)

0 3

V)-a

CLL

Lii~~ 0. a

C GiL

LL- U- +
0~0

0 # 0 4-

Lic
V) M:

0C

C) 0

C
LL. LA.. 0).-

*e-r-
o 0J
.I~) -6-



APPENDIX

B

Check List

Visual Inspection

Phase I



S.-

LnI

o Ca

0

S- - 5. 5

C) 0.
* w IV n

00

o3 4)

CA 0

-~b a)~

00 S

LJ.QJ0 LA u-4-

-J C4 0 C.

/) co o )

05 -i 
C 0

a) L0 0

E. CA 00~.
toI P-J 4J

4.) 
-y

0 CL

0 '

> C 0 -a

CJ

V)

4-) 00 00J3_4-
to 0)

a, J 4-D)
0. 0 C~0o '

o o 5- fa CL

c cc 0) cc IA

_L 4-J 0

o 0 cc M:. Ux
- ) - U10



Se- 0

0 --

ci 4 .0

4) u
Lgo

LLS. 0 r

14 C

Li 0

4J >
0 VU

4..) E 0

Co~

I= (/1 a) W
W =-

Li C

a) W I

- 4.)
oon (

S) 41 0
a)) c" S-

I. 4--i 4--

:3 4-) tw 00~.. 0 E C
a) 4- Q) '- 4-4)Ol a) C) 4- 3

0 0 I3 ~ 0L
LL-

C3 VIJ V
w-c o Cl)c

C)C >- " "C

,<~c Ue .u I*3

.~~~iC U t-. V)
ta cc~ LL- M .

*1~0 U)_ i

Z 11



LUJ

-4-

tn 0

LLI

C))

5-. 2

.0 *
00

U) 0

LL 2 ca
C) La cc

C) W 0)
.- V.0c

L. w Ca)U
:o 0a 0.

LLI = S C

LUL
o LU LU

cl C3IPC
0C

Lii N4:q =



IIL

o C0

ai Li

Cie

4-101

4--.

4-~ CD r -S

3 0 t 4-' o) 0
0).4- C J c U

0 ) 4~ 0) C 0" c -

4-> = ) co :3 A rro ) 4j) en 0 W)
e c 4-3 - 0Cr- -Q - -J43.

a)0 0c ( 00E U n0 cLo 
o) en 4-' - .C-E CLmc

-0 4) l 4-1' m0 (D 0) CIL
LAU S.- 0-0 E.'-- C a= 0ucW0- . )t 0 *"431_- 0)0 OJ

to CL M -S - _: D ." S

0a S0 C 0) MCo- CLU '0
0) L0. E -0 SUr- L) DQ

o )CL41- 4-3 J4-3 (D cc4-) 4-) > En 4-) (A to 0) a- ac
u S- S U-''4 J *"EC - jS 0
S-C ~ j -- 0 V)) 4-4)L u4 -

4-)' a) 0-- -E S- C a) 0 :4-t 0 .
Qj S. S 4. C '0 4-)' 0) 4 0C0 (V - J-> a -> - c

.W 03: (V4-3 w W tfl)i 4-c C (U-- 0. - 4-) 0
i-eo~w *r=C--S- E 0- .- 10 M-0 (v U
(/O 104-

3
r -r ) v o0D4- = 0ir-0 4J) 4-3 - 3 .- -04-) I-C In 04-.) 01

d) > r- 4-A = S.0) E-= ) F WO

I- --C 09 )4 (L 4- U - ci- 4) . 4- 3ciS

Li- cm

C3 o -. tn
- A J OWi Lii

-JL

EL ( ~CLhJ C-) tn C

m (.JL).J LAJ aL t

- a-0 0

* = F.- xl



0

LOJ

4.) C
= 0
qfA LdJc

0

C*'J 4-3
o c

o 0)- -r- 4.)

En =. (V

I-Un) 0 S1 -

cc- oo >)-,

C0
4- CO u a

a) 4-) 3:4-) 4-)

4-) tZ
C .- E C3

F-C 0n 0r 0

Wt

cc~ -



APPENDIX

C

Hydrologic & Hydraulic Data



__ BRIEN 5 GERE

SUBJECT SHE YDATE JOB NO

TV- r .

-'T\Ae Z4 - oR-ZZ k& 'W

- - s,
It's

I,--

It7 o x a ex-

I $Voi %WVI~( Rw kv-b i(6

17ie OCPLYC~ T I

J-

II II I op l



APPENDIX

D

Photographs



'O1/7E 202 BOR0.QEAAI TA'E-

TREA T/vfT PZA4MW A5 WI4QZ'
FcROMA1 TO/PWI4/STE,91A1 COR9AIC OF DA",



PYE/i4' Te914ZP AID

-. - ,5A/&AT1 ACCE-55 eR1/? 0-2



1 9USI/5//E &POP$//t/6- OA/ Z;5kP-ZO~ /f'O,9770-A1
OPc IAI TER/Ol? -5ZLePE

kk

SPACES 41D C/IACKS IA] PAV/A16 L5ZOCKS-
9;e~ 2



44



A T/A'A TEcD A/i 4 Al - R 70E4- OF Ekf81AA/MEZA/ 7

GOZ F CMIl/,5E IA 'I-f D/ TE! L Y ELO

.§0'7/EATE9A/57 O~ 'A4 9~~~79D-5



APPENDIX

E

Drawings



TABLE OF CONTENTS

APPENDIX E

REGIONAL VICINITY MAP FIGURE 1

EMBANKMENT SECTIONS FIGUJRE 2

PLAN VIEW AND SECTIONS FIOURE 3

WEIR TOWER FIGURE 4

BAFFLE WALLS AND PIPING FIGURE 5

BAFFLE WALL PLAN AND ELEVATIONS FIGURE 6



I I ~
iiI -S L 'c~~

.). I~ Ft

II



ZPrejsentfdrce

-A WL 1. JTZtP. INS/Off eR(SfROe

.. 4 t. 
.

ZrrWI Or C4lK/~rN6OI0NT__ _ 5 __ - -

*tooo5'2o'edd 4 *

W~~u~~erkve/t/t65 ~ ~ jan f-"le% w1Y* ~ # ~!P*I7 /oks ~ ?- - O 2 l

-~f~ -___l -_i,~ e'4.5r,

-~~~~Pw DA A~--

1

4kle 4 - - - - - - -

TT -Lf~4It~N LC/W

AL



- -i-~ - - ----- Paiybo*

C~gPHU C~, fRb/e IeSe t85TO D

-K])..-L

f~Ll Z7?S
.4y LI.L n

AS- ----1--- --

M 5tp 6. R. 5-

1b_ If/ 0

AL7M/L 6F JrrP35
Rolled rmbwrAment__- - -

7= 7= - - -- - - - - - - -Le/fhef/eji

-~~~~~ee d. fil -w Mer r/ M-- - - - - -- - - -

,nc77vc

FILTRATION PLANT
WATER SUPPLY SYSTEMSYN C/v5-FIGURE ZWILMINdTONDL

DRAW evai C.& -ft
I.E. m~acw



~ j~*~J C7JOM A*

LEY 05.0 EC 7O004

,eLE Zo. z

,O.EV dOC

Leclo 2574Evo~

SecT/ON Z: O drat

Lev~ *50.0

ace T/ON

-p 0

&,zo fix v



7/ON TI MW

Lrvaaa c

FIECTO TON 'd q

(StM aaaEV

'ILM
Fi4r



-o.

o Orc% 
1 CAH

-ii-

EL ZO IZ5-.5-

ItM . ... .. 

t

T1--

* -SLW~c. GAT~e D

Sc.~~O '-4 LOUTL I

rar

2'tr. 15 o PIP

I x6~35LUI V"4

-~~~ L-: -1t I~~I. -- -- -r s-



'T..

11:~ 
- -

M@-

0-10%* 5EAM

4- -

Gio~E, P61---. ----- I ,__
I.. ~ARTS %

-I A

4 ~THIS PAGE IS BEST QUALml F~AI

150.1- LOCAJTJ * )

S G -. 91LLIIC

V-', FIGURE 14

DAYICAW Vi

FILTRATION PLANT

accr WATkR SUPPLy SYSTKM

of WILMNGTO*.

LL-A *.'L12' I lflt wO u 1

W tY



-_ I _

( w~a.os~,nwi ~*2~ iFj -

~i~efth~vnh.iI A

* -- 44 -
II -- ~--4--- *. iii I.

~
_______ 8off~ bW6~' I

____ ______ -- -J --. /At..
- -- B -~B

7,
7,

/ 7-:-- I-

.7
-7

-7-...I ,.-<

/ Q~,j- - .7 -I

/ 7
/ ii,',.1,7 * .7

.7 .. .7
--- 7-

.7
1' /1/77 PLAN.

~1 //j 7 5caIBi~.r4 ~ _ ~

/. / /

./y 7/ /7' "N

7.7 f/W#~~ ~~\> . /
,.k */

~~Z>' .7
~./ .~'.' . / CO~4C~ft,~ PIERS

A~ $7.. Ix. ~ 4

, . V

~ ~4~ .,.~

I



M-11

SLflN -B

* 7',7

o - <' ~ i~ ECTION A-A.

5. ECTION4 D-D.

h' >n _i t. *

PLAN.

5caIS4~.rF

.2"4 7.

-I.FIGURE S5

/ ~ . ~ ;:j SE~iO CC..WILMING11DN-DELAWA~R

C04IO PIR ORreR RE5ERVIR BAFFLES
.I~mI~O l~fINLET* PIPING AND REVISED DRAIN

AklmA. 4*4 SA4ET N2 3 aW a aHem.



IIt

1' - - ~~- Ai2i'________

a-l



C

El ~ I
4

b j~

i vbi
'. ct 'S

.~ 9

* ~ .1
L 9(4

N - V t ~. 4
NN N-. - -.

ij

ledft '
-. C

44 I .1
C - 'I II

* o ir

C ~

- N'*

7'

- A

-. 4

I -r

-A

K -

I.___________________ rd-f ,,rr.-c; ?t~;I'Nr''f7rr?1 r -

- flLJ I.LLi{JILLLI.LLZ12tJLJ..J... -.

I ~
* 0&

I I
- I. . ii. WI

4.

i/i
FIGUAE4-a 

~- ~ I

* -- nparsa fltSttvnh
-tAt

~A' ----r'---. U *?' t., - * ~ - * ~L W'
"~ *b4 'C.~ ;-r -at 'r -* .t -. 4



APPENDIX

~1 F

Site Geology



SITE GEOLOGY

PORTER RESERVOIR DAM

Porter Reservoir Dam is located in the Lowlands Section of the Piedmont
physiographic province. Bedrock at the site is the Paleozoic Wilmington Complex
which is composed of banded gneiss with prominent amounts of gabbro, amphibolite
and granite. These metamorphic and igneous rocks have differentially weathered in
situ such that their character varies from a hard rock mass to a soil-like material.
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